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NOTE:  REFER TO LIFE SAFETY DRAWING(S) 
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AD.01

FIRST FLOOR DEMO

PLAN AND NOTES

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

GENERAL DEMOLITION NOTES
D01 CONTRACTOR TO CONTACT OWNER PRIOR TO START OF DEMOLITION OF ANY AREAS TO

ALLOW OWNER TO REMOVE ANY MOVABLE EQUIPMENT SO DESIRED AND ANY MATERIAL

TO BE SALVAGED, REUSED, OR STORED.

D02 CONTRACTOR TO FIELD VERIFY EXISTING CONDITIONS PRIOR TO BEGINNING DEMOLITION

AND TO ALERT ARCHITECT/ OWNER OF ANY ITEMS THAT WOULD INTERFERE WITH

PROCEEDING WITH DEMOLITION AS INDICATED.

D03 CONTRACTOR WILL BE RESPONSIBLE FOR THE REMOVAL AND DISPOSAL OF ALL

DEMOLISHED MATERIALS. LEGALLY DISPOSE OF WASTE PER ENVIRONMENTAL PROTECTION

AGENCY (EPA) REQUIREMENTS AND PER ALL STATE AND LOCAL REGULATIONS THAT MAY

APPLY.

D04 COORDINATE PHASING OF DEMOLITION WITH THE OWNER. NOTIFY IN WRITING PRIOR TO

TURNING OFF ANY UTILITIES OR LIMIT SERVICES TO OTHER PORTIONS OF THE BUILDING

D05 CONTRACTOR TO REFER TO DRAWINGS FOR NEW WORK AND COORDINATE DEMOLITION

AS REQUIRED. SOME DEMOLITION WORK MAY BE REQUIRED BEYOND THE AREA DEFINED

IN SCOPE. REFER TO DEMO NOTES FOR OTHER DISCIPLINES AND COORDINATE WITH THIS

SHEET

D06 TEMPORARY LIGHTING SHALL BE PROVIDED BY THE CONTRACTOR WHERE REQUIRED.

D07 REMOVE ALL FIRE EXTINGUISHERS AND CABINETS IN WALLS TO BE DEMOLISHED AND

RETURN TO OWNER FOR FUTURE REUSE. PROVIDE A PORTABLE FIRE EXTINGUISHER ON

SITE AT ALL TIMES.

D08 IF ANY HAZARDOUS MATERIALS ARE SUSPECTED, STOP WORK AND NOTIFY THE OWNER

IMMEDIATELY.

D09 CONTRACTOR TO PROTECT FROM DAMAGE ALL EXISTING FLOORS, WALLS, CEILINGS, ETC.

DURING CONSTRUCTION AND PROVIDE TEMPORARY PARTITIONS AS NEEDED

D10 REMOVE ALL CEILINGS IN ITS ENTIRETY WHERE INDICATED. INCLUDING, BUT NOT LIMITED

TO, CEILING TILE, CEILING GRID, LIGHTING AND MECHANICAL COMPONENTS WITHIN AREA

OF WORK.

DEMO LEGEND 01PATCH AND REPAIR NOTES
P01 CONTRACTOR IS RESPONSIBLE FOR REPAIR AND REPLACEMENT OF ALL DAMAGED

FLOORING, WALLS, CEILINGS, ETC. EXISTING TO REMAIN. CONTRACTOR TO MATCH ALL

EXISTING CONDITIONS FOR ALL REQUIRED MODIFICATIONS IN RENOVATED AREAS (U.N.O.).

P02 REPAIR ALL CEILINGS TO MATCH EXISTING CEILINGS WHERE WALLS ARE TO BE DEMOLISHED

AND EXISTING CEILINGS ARE TO REMAIN AS INDICATED.

P03 WHERE PARITIONS, EQUIPMENT, OR ACCESSORIES, ETC. ARE REMOVED AND NO

REPLACEMENT FINISH IS CALLED FOR, THE GENERAL CONTRACTOR SHALL REPAIR AND

MATCH ADJACENT FINISH.

P04 REMOVE ALL FLOOR COVERINGS AND UNDERLAYMENT WITHIN AREA OF WORK. PATCH, FILL,

AND/OR LEVEL CONCRETE DECK FOR NEW SCHEDULED FLOORING

P05 REMOVE ALL EXISTING BASES AND WALL COVERINGS WITHIN SCOPE OF PROJECT U.N.O.

PREP AND PREPARE ALL SURFACES TO ACCEPT NEW FINISHES, TYP.

P06 PATCH AND REPAIR HOLES IN EXISTING WALLS TO REMAIN WHERE WALL MOUNTED ITEMS

ARE TO BE REMOVED. REFER TO ROOM FINISH LEGEND FOR FINAL FINISH.

P07 PROTECT EXISTING SPRAY APPLIED FIRE PROOFING ON ALL STRUCTURAL STEEL. RE-SPRAY

ALL AREAS DAMAGED BY DEMOLITION, IN ORDER TO MAINTAIN HOUR RATING.

P08 AT EXISTING CONCRETE FLOOR SLAB, FIRESTOP ALL HOLES LEFT AFTER DEMOLITION OF

EXISTING SLAB PENETRATIONS

P09 CONTRACTOR TO PATCH AND SEAL ALL EXISTING RATED PARTITIONS TO MAINTAIN RATING

AS REQUIRED

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   3/32" = 1'-0"1 FIRST FLOOR PLAN - DEMO

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

01 KEYED DEMO FLOOR PLAN NOTES
25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.

SCALE:   3/4" = 1'-0"2 DEMO SECTION

REVISION SCHEDULE

No. Description Date
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UP

EXISTING PARTITION

EXISTING PARTITION

TO BE DEMOLISHED

NOTE:  REFER TO LIFE SAFETY DRAWING(S) 

FOR RATED PARTITION INDICATIONS

EXISTING DOOR 

TO REMAIN

EXISTING DOOR 

AND FRAME TO 

BE DEMOLISHED

REMOVE WOOD 

FLOOR INSTALLED 

WITHIN DEPRESSED 

SLAB AREA

EXIST 2'x2' LIGHT FIXTURE 

TO BE DEMOLISHED - REF 

ELEC FOR DETAILS

EXIST 2'x4' LIGHT FIXTURE 

TO BE DEMOLISHED - REF 

ELEC FOR DETAILS

EXIST 2'x2' RETURN TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST SUSPENDED 

CEILING TILE AND GRID 

TO BE DEOMLISHED

EXIST 2'x4' DIFFUSER TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST 2'x2' DIFFUSER TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST SUSPENDED 

CEILING TILE AND 

GRID TO REMAIN

EXCAVATE AREA 

FOR RETAINING 

WALL & FOOTING 

WATERPROOFING 
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As indicated

AD.02

SECOND FLOOR

DEMO PLAN AND

NOTES

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

DEMO LEGEND

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   3/32" = 1'-0"1 SECOND FLOOR PLAN - DEMO

0101KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

KEYED DEMO FLOOR PLAN NOTES
25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.
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EXISTING PARTITION

EXISTING PARTITION

TO BE DEMOLISHED

NOTE:  REFER TO LIFE SAFETY DRAWING(S) 

FOR RATED PARTITION INDICATIONS

EXISTING DOOR 

TO REMAIN

EXISTING DOOR 

AND FRAME TO 

BE DEMOLISHED

REMOVE WOOD 

FLOOR INSTALLED 

WITHIN DEPRESSED 

SLAB AREA

EXIST 2'x2' LIGHT FIXTURE 

TO BE DEMOLISHED - REF 

ELEC FOR DETAILS

EXIST 2'x4' LIGHT FIXTURE 

TO BE DEMOLISHED - REF 

ELEC FOR DETAILS

EXIST 2'x2' RETURN TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST SUSPENDED 

CEILING TILE AND GRID 

TO BE DEOMLISHED

EXIST 2'x4' DIFFUSER TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST 2'x2' DIFFUSER TO 

BE DEMOLISHED - REF 

MECH FOR DETAILS

EXIST SUSPENDED 

CEILING TILE AND 

GRID TO REMAIN

EXCAVATE AREA 

FOR RETAINING 

WALL & FOOTING 

WATERPROOFING 
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AD.11

FIRST FLOOR DEMO

RCP AND NOTES

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED
SCALE:   3/32" = 1'-0"1 FIRST FLOOR REFLECTED CEILING PLAN - DEMO

DEMO LEGEND

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES

0101KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

KEYED DEMO FLOOR PLAN NOTES
25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.

REVISION SCHEDULE
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AD.12

SECOND FLOOR

DEMO RCP AND

NOTES

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   3/32" = 1'-0"1 SECOND FLOOR REFLECTED CEILING PLAN - DEMO

DEMO LEGEND

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES

0101KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

KEYED DEMO FLOOR PLAN NOTES
25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.

REVISION SCHEDULE

No. Description Date

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N



LEVEL-01

0"

LEVEL-02

12' - 0"

JOIST BEARING

22' - 8"

6 754321

01

AD.92

02

AD.92

01

02

03

0808080808

08
080808

06

09 09 09 090909

0202

01 01

10

111211 11 11 11

08-A
08

08-A
08

08-A
08

08-A

14

13

15

18

18

20

25

08-A

26

08

27

01

AD.93

02

AD.93

04

AD.93

03

AD.93 5.2

LEVEL-01

0"

LEVEL-02

12' - 0"

JOIST BEARING

22' - 8"

02

01

1212 12

01

1010

10
01

08
08-A

08
08-A

08
08-A

09

01

0808

14
1415

15

36

11

B-AB-BB-CB-DB-EB-FB-G

2

AD.01

8
' 
- 

8
"

37

7
' 
- 

4
"

LEVEL-01

0"

M-B

01

08 08 08 08

09 09

06

03 03

0202

06

06

M-CM-A

20

20
20

LEVEL-01

0"

LEVEL-02

12' - 0"

JOIST BEARING

22' - 8"

67 5 4 3 2 1

03

AD.92

01

02

03

08
06

09

08 08 08 08 08

02 02

14 14
14

09 09

01

10

11 1211 11 110909

14

10

06

06

15

15

10

18

18

20

20

05

AD.93

5.2

SHEET:

12345

1345 26

6

COPYRIGHT 2023 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

904 Lakeside Drive, Lynchburg, VA 24501

434-846-1350         Project No. 558-1819

1
/1

5
/2

0
2
4
 1

:5
1
:2

2
 P

M
C

:\
U

se
rs

\n
m

o
n

d
a
y\

D
o

cu
m

e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_n

m
o

n
d

a
y8

X
J3

C
.r

vt

3/32" = 1'-0"

AD.81

DEMO ELEVATIONS

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

SCALE:   3/32" = 1'-0"01 SOUTH ELEVATION - DEMO

SCALE:   3/32" = 1'-0"04 WEST ELEVATION - DEMO

SCALE:   3/32" = 1'-0"03 EAST ELEVATION - DEMO

SCALE:   3/32" = 1'-0"02 NORTH ELEVATION - DEMO

0101

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES

KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

KEYED DEMO FLOOR PLAN NOTES
25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.
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AD.92

DEMO SECTIONS

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

SCALE:   3/4" = 1'-0"01 DEMO SECTION

KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES
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SCALE:   3/4" = 1'-0"02 DEMO SECTION
SCALE:   3/4" = 1'-0"03 DEMO SECTION
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AD.93

DEMO SECTIONS

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

12-8-2023

2173-01

BIDDING & PERMIT SET

SCALE:   3/4" = 1'-0"01 DEMO SECTION

KEYED DEMO FLOOR PLAN NOTES
01 REMOVE: EXTERIOR METAL WALL PANEL SYSTEM IN ITS ENTIRETY, TO INCLUDE HORIZONTAL

GIRTS AT PEMB AND WD FURRING AT CMU BUILDING.  CLEAN AND PREPARE EXISTING

SURFACES TO RECEIVE NEW WORK.

02 REMOVE: METAL ROOF PANELS, INSULATION, AND THERMAL BLOCKS

03 REMOVE: GUTTER & DOWNSPOUT, TYP @ PEMB

04 REMOVE: BAG TYPE INSULATION SYSTEM, TYP.

05 REMOVE: HORIZONTAL GIRTS, TYP.

06 EXISTING TO REMAIN: CMU WALL

07 EXISTING TO REMAIN: PEMB STRUCTURAL FRAME (& ASSOCIATED TIE RODS BELOW GRADE)

08 REMOVE: LOUVER/WINDOW/DOOR & ASSOCIATED SUB-FRAMING, ANCHORS, SILLS,

STOOLS, FLASHING AND FINISHES

08-A INFILL OPENING WITH 12" CMU (V.I.F) TO MATCH ADJACENT CONSTRUCTION, NEW

MASONRY SHALL BE TOOTHED-INTO EXISTING MASONRY COURSING.  COORDINATE WITH

NEW WORK FENESTRATION

08-B REMOVE: CMU BELOW WINDOW SILL DOWN TO 2ND FLOOR DECK ELEVATION - PREPARE

SURFACES TO RECEIVE NEW WORK

09 REMOVE: FIXTURE, REFERENCE ELECTRICAL

10 REMOVE: VINYL SIDING & SOFFIT.  VERIFY CONDITION & CONFIGURATION OF EXISTING

FRAMING & SHEATHING;  REPLACE PORTIONS OF WOOD FRAMING & SHEATHING IN KIND

WHERE WOOD IS DETERIORATED.  PREPARE SUBSTRATE TO RECEIVE NEW WORK.

11 REMOVE: DOWNSPOUT, MAINTAIN THRU-WALL SCUPPER & FLASHING AND PREPARE TO

RECEIVE NEW WORK

12 REMOVE: PARAPET COPING, MAINTAIN INTEGRITY OF ROOFING MEMBRANE & PREPARE FOR

TIE-IN WITH NEW WORK

13 REMOVE: AWNING & ASSOCIATED SUB-FRAMING, ANCHORS, AND FLASHING

14 EXISTING TO REMAIN: ALUM STOREFRONT SYSTEM, COORDINATE HEAD/JAMB/SILL DETAILS

WITH NEW EXTERIOR WALL PANELS AND TRIM

15 EXISTING TO REMAIN: CONCRETE STAIRS/RAMP AND ASSOCIATED HAND AND GUARDRAILS

16 OWNER TO REMOVE PRIOR TO NOTICE TO PROCEED

17 REMOVE: ASPHALT FLOORING DOWN TO POROUS FILL, TAKE CARE TO AVOID DAMAGING

PEMB TIE RODS

18 REMOVE: PEMB FRAME (COLUMN & BEAMB ELEMENT), ROOF PURLINS, AND WALL GIRTS

19 EXCAVATE DOWN TO 6" BELOW TOP OF EXISTING FOOTING AND PREPARE SURFACES TO

RECEIVE WATERPROOFING. CONTRACTOR TO PROVIDE SHORING DESIGN BY AN ENGINEER

REGISTERED IN THE STATE OF VA; COORDINATE LATERAL DISTANCE REQUIRED FOR

EXCAVATION DEPTH

20 REMOVE: DAMP/WATER PROOFING MEMB, DIRT, SEDIMENT, DEBRIS, ETC;  CLEAN SURFACES

OF CMU, CONCRETE PILASTERS, AND FOOTING AND PREPARE SURFACE TO RECEIVE NEW

WORK.

21 REMOVE: FOUNDATION DRAINAGE PIPE

22 EXISTING TO REMAIN: ROOF PURLINS, TYP. FOR EXTENTS OF NEW ROOF SYSTEM

23 EXISTING TO REMAIN: TENNIS COURT NET POST ENCASEMENTS; EXISTING DRAWINGS

INDICATE SOME MAY BE  MONOLITHICALLY CAST WITH PEMB TIE ROD ENCASEMENT -

CONFIRM TOP OF CONCRETE BELOW PROPOSED FINISH FLOOR ELEVATION

24 EXISTING TO REMAIN: A21 STONE

25 REMOVE: METAL DOWNSPOUT CHASE - REWORK REFRIGERANT LINES AS REQUIRED FOR

INSTALLATION OF NEW INSULATED METAL PANELS.  PROVIDE NEW BREAK METAL SLEEVE TO

COVER REFRIGERANT LINES, FINISH TO MATCH NEW IMP

26 REFERENCE ELECTRICAL

27 REFERENCE FIRE PROTECTION

28 REMOVE: MEZZANINE AND ASSOCIATED STAIRS IN ITS ENTIRETY

29 REMOVE: HIGH DENSITY RACQUETBALL WALL PANELING, FRAMING, AND INSULATION

30 REMOVE: WALL PARTITION

31 REMOVE: HIGH DENSITY RACQUETBALL CEILING PANELINGS AND ASSOCIATED FRAMING

32 REMOVE: CEILING, FRAMING AND/OR CABLE SUSPENSION SYSTEM, AND ALL MEP ITEMS

INSTALLED IN CEILING; REF TO MEP DRAWINGS & SPECS  FOR ADDITIONAL INFORMATION

33 REMOVE: SEALANT & BACKER ROD, CLEAN SURFACES TO RECEIVE NEW WORK

34 REMOVE: CARPET & RACQUETBALL COURT WOOD FLOOR IN DEPRESSED SLAB AREA; REF

DEMO FLOOR PLAN FOR EXTENTS OF WD FLOORING / DEPRESSED SLAB.  PREPARE

SURFACES TO RECEIVE NEW WORK

35 PROVIDE TEMPORARY FALL PROTECTION; TYP.

36 REMOVE:  METAL HANDRAIL; PATCH CONCRETE SIDEWALK

37 REMOVE: CMU AND LINTEL/BOND BEAM TO INCREASE HEIGHT OF MASONRY OPENING BY 2

COURSES (16").  REF STRUCTURAL FOR NEW LINTEL DESIGN

38 REMOVE: RAMP FOR EXTENTS SHOWN FOR EXCAVATION ASSOCIATED WITH

WATERPROOFING; SALVAGE RAILING FOR REINSTALLATION AFTER BOTTOM PORTION OF

RAMP IS REBUILT

39 REMOVE: QUARRY TILE FLOOR & ASSOCIATED MORTAR SETTING BED; PATCH CONCRETE

SLAB ON GRADE TO PROVIDE SURFACE FLUSH WITH ADJACENT CONCRETE FLOOR

ELEVATION.

- ALL KEYED NOTES MAY NOT BE LOCATED ON THIS SHEET

- REFER TO AD.01 FOR GENERAL DEMOLITION NOTES AND PATCH AND REPAIR NOTES
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SCALE:   3/4" = 1'-0"02 DEMO SECTION
SCALE:   3/4" = 1'-0"04 DEMO SECTION

SCALE:   3/4" = 1'-0"05 DEMO SECTION
SCALE:   3/4" = 1'-0"03 DEMO SECTION
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A1.01

OVERALL FIRST

FLOOR PLAN

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

GENERAL FLOOR PLAN NOTES

KEYED FLOOR PLAN NOTES

G01. ALL NEW PARTITIONS SHALL BE PARTITION TYPE 'A3' UNLESS NOTED OTHERWISE.

G02. PROVIDE BLOCKING FOR ALL WALL MOUNTED ITEMS. SEE DETAIL SHEET A3.20.

G03. ALL PLAN DIMENSIONS ARE TO FACE FINISH U.N.O.

G04. MILLWORK CONTRACTOR TO VERIFY IN FIELD ALL AREAS TO RECEIVE MILLWORK PRIOR TO

PREPARING SHOP DRAWINGS FOR APPROVAL.

G05. VERIFY AND COORDINATE DOOR FRAME SIZE WITH WALL THICKNESS.

G06. ALL NEW WORK TO CONFORM WITH ICC / ANSI A117.1-2009 REQUIREMENTS.

G07. REFER TO A7 SERIES FOR FLOOR FINISH PLAN AND INFORMATION.

G08. FRAME TIGHT AROUND BUILDING COLUMNS/ ROOF DRAIN LEADERS WITH 2 1/2" METAL

STUDS MIN. UNLESS DETAILED, DIMENSIONED, OR NOTED OTHERWISE.

G09. CONTRACTOR IS RESPONSIBLE FOR FIELD VERIFICATION OF DIMENSIONS AND SITE

CONDITIONS FOR ALL CASEWORK.

G10. THE GENERAL CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL POWER, VOICE AND

DATA CONNECTIONS WITH CASEWORK.

G11. FIRESTOP ALL NEW PENETRATIONS AT CONCRETE FLOOR SLAB TO CONFORM TO TESTED

ASSEMBLIES INCLUDING, BUT NOT LIMITED TO, THOSE SHOWN ON DRAWINGS.

G12. ALL GLAZING TO BE TEMPERED U.N.O.

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

01

FLOOR PLAN LEGEND

SCALE:   3/32" = 1'-0"01 OVERALL FIRST FLOOR PLAN
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1/4" = 1'-0"

A1.01A

FIRST FLOOR PLAN -
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SCALE:   1/4" = 1'-0"01 FIRST FLOOR PLAN - SECTOR A PLAN

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



??

?
?

D

D

U

U

D

CR

CR

D

?
?

E
E

E

C
R

D
D

E

CR

D

S
S

S

D

D

D

D

U
U

U U

D

E

E
E

E

U

U

D

D

D

S

S

S
P
S

P
S

S
P
S

S
P
S

PS

D D

E

S

E

S

D

U

U

D

01

02

ADULT

ASSESS

148

ADULT

ASSESS

149

CORRIDOR

150

ADULT

ASSESS

151

ADULT

ASSESS

152

CORRIDOR

160

KITCHEN EVS

/ LAUNDRY

161

KITCHEN

LINEN

162

KITCHEN

STORAGE /

PANTRY

163

KITCHEN

170

KITCHEN

MANAGER

171

CORRIDOR

172

STAFF TLT

173

DINING

175

APS ROOM

176

EVS

177

CORRIDOR

180

EXAM ROOM

181

TLT

182

INTAKE

183

CLIENT

STORAGE

185

LAUND

186

LAUND

187

STAFF TLT

188

CLIENT NOUR

189

CORRIDOR

190

CLIENT

MEETING

191

CLIENT

MEETING

192

STOR

193

MULTIPURPOSE

/ ACTIVITY

ROOM

194

MULTIPURPOSE

/ ACTIVITY

ROOM

195

CLIENT

MEETING

196

QUIET ROOM

197

CORRIDOR

200

BEDROOM

201

BEDROOM

202

BEDROOM

204

BEDROOM

205

BEDROOM

206

STAFF WORK

221

TLT / SHWR

222

TLT / SHWR

223

NURSE

STATION

224

MSZ

226

GROUP

ROOM

227

STOR

195A

DISASTER

PREPAREDNESS

274

PHYS

DIRECTOR

OFFICE

282

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID 

SURFACE 

BASE WITH 

MATTRESS

RD4

01

WASHER

DRYER

WASHERDRYER

RD9 02

RD9

03[4] 30"D SHELVES 

ON HEAVY-DUTY 

STANDARDS FOR 

TOTE STORAGE

RD1002

01

01

02

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS1

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS1

TABLES & CHAIRS; OFOI

ZEN ROCKING 

CHAIR; OFOI

SIDE 

TABLE; 

OFOI

BUILT-IN TV UNIT

WHITE 

BOARD PAINT

BUILT-IN 

MONITOR UNIT

TABLE & 

CHAIRS

OFOI

(5) 24"D 

ADJUSTABLE

SHELVESMODULAR LOUNGE FOAM SEATING; OFOI

COFFEE 

TABLE; 

OFOI

BUILT-IN TV UNIT

LOUNGE CHAIRS 

AND LOVESEAT

TABLE AND 

CHAIRS; OFOI

(5) 24"D 

ADJUSTABLE

SHELVES

HALF-GLASS DOOR WITH 

VISTAMATIC VISION 

PANEL CONTROLLED 

FROM CORRIDOR SIDE 

WITH STAFF KEY

REFERENCE STAFF 

TOILET TYPE 

ST1

REFERENCE STAFF 

TOILET TYPE 

ST1

TABLE & 

CHAIRS

OFOI

TABLE & 

CHAIRS

OFOI

HALF-GLASS 

DOOR

REFERENCE PATIENT 

TOILET TYPE 

PT4

GUEST 

CHAIR;

OFOI

GUEST 

CHAIR;

OFOI

GUEST 

CHAIR;

OFOI

GUEST 

CHAIR;

OFOI

RD9 01

TYPICAL OFOI CSU STAFF

WORK STATION:

DUAL MONITOR COMPUTER

DESK PHONE

TASK CHAIR

DINING LAYOUT TO BE 

DETERMINED BASED 

ON KITCHEN LAYOUT

LATERAL 

FILE; 

OFOI

LOCKABLE 

MOBILE FILE 

CABINET; OFOI

TASK 

CHAIR;

OFOI

GUEST 

CHAIRS; 

OFOI

DESKING 

SYSTEM WITH 

OPTIONAL SIT-

TO-STAND; OFOI

[2] COAT 

HOOKS; CFCI

MOP SINK

MOP HOLDER 

WITH SHELF ABOVE

TYPICAL OFOI CSU NURSE

WORK STATION:

DUAL MONITOR COMPUTER

DESK PHONE

TASK CHAIR

MOBILE FILE CABINET

KITCHEN LAYOUT  

DEVELOPED BY VENDOR

RD9

05

04

INTEGRAL SOLID 

SURFACE SINK

FIXED DINING CHAIRS 

AT COUNTER ON 

CONCEALED BRACKETS

EXAM TABLE WITH 

BLOOD DRAW 

ATTACHMENT

MOBILE 

VITALS

RD8

WASHER

DRYER

RD132

04

HSKP 

CART

24"D X 60"W 

HEAVY DUTY 

WIRE RACK

P
A

S
S
A

G
E
 S

E
T

P
R

IV
A

C
Y

 L
O

C
K

P
R

IV
A

C
Y

 L
O

C
K

WATER SHUT-OFF 

AT FIXTURES

C
L
A

S
S
R

O
O

M

C
L
A

S
S
R

O
O

M

CLASSROOM

CLASSROOM 4'-0" CLASSROOM

STOREROOM

4'-0" CLASSROOM

4
'-

0
" 

C
L
A

S
S
R

O
O

M

S
T
O

R
E
R

O
O

M

COW / EKG PARKING

LIGATURE-RESISTANT PUSH 

BUTTON BOTTLE FILLER

OFFICE

4
'-

0
" 

K
E
Y

P
A

D
 

&
 H

O
L
D

 O
P

E
N

C
L
A

S
S
R

O
O

M

24"D X 

60"W 

HEAVY 

DUTY 

WIRE 

RACK

24"D X 48"W 

HEAVY DUTY 

WIRE RACK

24"D X 48"W 

HEAVY DUTY 

WIRE RACK

3
'-

6
" 

K
E
Y

P
A

D

3
'-

6
" 

K
E
Y

P
A

D

24"D X 60"W 

HEAVY DUTY 

WIRE RACK

24"D X 48"W 

HEAVY DUTY 

WIRE RACK

3
'-

6
" 

S
T
O

R
E
R

O
O

M

3
'-

6
" 

P
A

S
S
A

G
E

H
A

L
F
 G

L
A

S
S

HALF GLASS

3'-6" PASSAGE

3'-6" PASSAGE

HALF GLASS

3'-6" PASSAGE

HALF GLASS

3'-6" PASSAGE

HALF GLASS

24"D X 60"W HEAVY 

DUTY WIRE RACK

T
R

A
S
H

R
E
C

Y
C

L
E

KEYPAD

MOP 

BUCKET

1' - 0"

1
' 
- 

0
"

APS 250

VAULT1' - 0"

EMERGENCY POWER - CONFIRM 

HARD WIRED OR PLUG-IN

EXHAUST DUCT

SIDE 

TABLE; 

OFOI

TABLE AND 

CHAIRS; OFOI

34567

B

C

PASSAGE SET

KEYPAD

CLASSROOM

HOLD OPEN

FIRE ALARM RELEASE

BEDROOM

203

SIDE 

TABLE; 

OFOI

SIDE 

TABLE; 

OFOI

MODULAR LOUNGE 

FOAM SEATING; OFOI

BOOK CART

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:4

1
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A1.01B

FIRST FLOOR PLAN -

SECTOR B

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR PLAN - SECTOR B PLAN

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



??

PB

CR

C
R

C
R

CR

CR

C
R

C
R

CR

C
R

C
R

D

D

U

U

D

D

D

D

U

DD

U

D

U

D

U

D

D

U

D

CR

C
R
P
P

A
P

DR

??

CR CR

D

D

D

D D

U

U

P
H

D D D

D

CR

D

U

D

CR

E

E

E

D

D

E

E

E

E

E

E

E

E

TC

E

D

D

UP

E

D D

D D D

D

U
U

UUU

ENTRY

VESTIBULE

100

WAITING

101

TLT

102

RECEPTION

103

FAMILY

ROOM

104

CORRIDOR

105

CORRIDOR

106

CORRIDOR

140

SOILED HOLD

179

INTERVIEW

ROOM

137

INTERVIEW

ROOM

138

INTERVIEW

ROOM

139

IT

273

DISASTER

PREPAREDNESS

274

ESSENTIAL

ELECTRICAL

275

MAIN

ELECTRICAL

276

STAIR

277

CORRIDOR

280

SHARED PHYS

OFFICE

281

PHYS

DIRECTOR

OFFICE

282

INTAKE

283

TLT / SHWR

284

EXAM ROOM

285

TLT

286

CLIENT

INTERVIEW

287

MANAGER

OFFICE

288

MANAGER

OFFICE

289

MANAGER

OFFICE

290

STAFF TLT

291 STAFF TLT

292

OBSERVATION

AREA

300

CLIENT

INTERVIEW

301
SUPPORT

ROOM

302

LAUNDRY

303

TLT / SHWR

304

TLT / SHWR

305

CLIENT NOUR

306

SUPPORT

ROOM

307

OBSERVATION

AREA

310

CLIENT

INTERVIEW

311

SUPPORT

ROOM

312

TLT / SHWR

313
LAUNDRY

314

CLIENT

STORAGE

315

TLT / SHWR

316

SUPPORT

ROOM

317

CLIENT NOUR

318

STAFF WORK

320

CRC WORK

321MSZ

322

CRC STAFF

WORK

323

VESTIBULE

324

RD3.1

03

RD1.1

01

RD2

03

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

FIXED BED

SOLID SURFACE BASE 

WITH MATTRESS

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS3

04

WASHERDRYER WASHERDRYER

RD3.1

01

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS1 [SIM]

REFERENCE STAFF 

TOILET TYPE 

ST2

RD201

03 02

REFERENCE STAFF 

TOILET TYPE 

ST4 [SIM]

RD13

01

[4] 24"D 

SHELVES ON 

HEAVY-DUTY 

STANDARDS 

FOR TOTE 

STORAGE

CHAIR 1

CHAIR 2

CHAIR 3

CHAIR 4

CHAIR 5CHAIR 6CHAIR 7CHAIR 8

CHAIR 1

CHAIR 2

CHAIR 3

CHAIR 4

CHAIR 5 CHAIR 6 CHAIR 7 CHAIR 8

DESK PHONE

DUAL MONITOR 

COMPUTER

LOCKABLE MOBILE FILE CABINET

TASK 

CHAIR

DESK PHONE

DUAL-MONITOR COMPUTER

COUNTER STOOL WITH 

BACK

TYPICAL OFOI WORK STATION:

LATERAL 

FILE; OFOI

LOCKABLE MOBILE FILE 

CABINET; OFOI

TASK 

CHAIR;

OFOI

GUEST CHAIRS; OFOI

DESKING 

SYSTEM WITH 

OPTIONAL SIT-

TO-STAND; OFOI

[2] LIGATURE-RESISTANT 

COAT HOOKS; CFCI

CONFERENCE TABLE 

& CHAIRS; OFOI

SIT-TO-STAND

BENCHING 

SYSTEM; OFOI

LOCKABLE 

MOBILE FILE 

CABINET; OFOI

TASK CHAIR; 

OFOI

COAT HOOK; 

CFCI

SURFACE MOUNTED BABY 

CHANGING STATION

LOCKDOWN / 

PANIC BUTTON 

WITH COVER

REFERENCE PATIENT 

TOILET TYPE 

PT3 [SIM]

HAND 

SANITIZER

GUEST 

CHAIRS; 

OFOI

[2] COAT 

HOOKS; CFCI

RD3.2 03

BUILT-IN TV UNIT BUILT-IN TV UNIT

FIXED DINING CHAIRS AT 

LOWER COUNTER ON 

CONCEALED BRACKETS

INTEGRAL SOLID SURFACE SINK 

WITH WATER SHUT OFF VALVE 

IN STAFF WORK

HALF GLASS DOOR HALF GLASS DOOR

10-12 SEATS IN CURRENT 

WAITING ROOM

FLOOR COPIER

EXAM TABLE WITH 

BLOOD DRAW 

ATTACHMENT

MOBILE VITALS

WALL-

MOUNTED 

FOLD AWAY 

SCALE

INTEGRAL SOLID 

SURFACE SINK

RD3.2

02

TABLE &

CHAIRS; OFOI

DOCUMENT 

DESTRUCTION BIN

CONFIRM:

LOCKABLE MOBILE FILE CABINETS

PANIC BUTTON LOCATIONS

NEW STEEL DOORS 

WITH NARROW IMPACT 

RESISTANT LITE

CARD READER TO 

UNLOCK BOTH 

VESTIBULE DOORS IN 

SEQUENCE

NEW GLASS DOORS IN 

EXISTING OPENING

PUSH PLATE TO OPERATE AND 

CARD READER TO UNLOCK BOTH 

VESTIBULE DOORS IN SEQUENCE

NEW STOREFRONT 

DOOR AND SIDE LITE 

WITH IMPACT 

RESISTANT GLAZING

DOORS TYPICALLY UNLOCKED 

BUT CONTROLLED VIA ACCESS 

CONTROL TIMER

NEW STOREFRONT 

DOOR AND SIDE LITE 

WITH IMPACT 

RESISTANT GLAZING

VIDEO INTERCOM 

TO RECEPTION, 

CRC STAFF WORK 

AND CSU NURSE 

STATION

UNDERCOUNTER 

DOOR RELEASE

GLAZING WITH SHATTER 

RESISTANT FILM AND BAFFLE 

WALL MOUNTED 

SECURITY MONITOR

ROCKING 

CHAIR

ROCKING 

CHAIR

CHAIRCHAIR

WALL MOUNTED 

TELEVISION

01

RD3.1

02

P
A

S
S
A

G
E
 S

E
T

K
E
Y

P
A

D

O
F
F
IC

E

O
F
F
IC

E

O
F
F
IC

E

WATER SHUT-OFF 

AT FIXTURES

[5] 24"D ADJUSTABLE 

SHELVES ON  STANDARDS

COW / EKG PARKING

02

RD1.2

01

02

PRIVACY WITH 

EMERGENCY 

STAFF OVERRIDE

C
L
A

S
S
R

O
O

M

4'-0" STOREROOM

WIRELESS PHONE

WALL 

PHONE

3
'-

6
" 

C
L
A

S
S
R

O
O

M

C
L
A

S
S
R

O
O

M

C
L
A

S
S
R

O
O

M

OFFICE

OFFICE

PRINTER / COPIER / FAX

P
R

IV
A

C
Y

P
R

IV
A

C
Y

DRINKING FOUNTAIN

K
E
Y

P
A

D

FOR FRONT DOOR & SECURE ENTRY:

VIDEO DOORBELL  - RING TO COMPUTER 

MONITOR OR SEPARATE SCREEN?

DOOR RELEASE & LOCKDOWN BUTTONS - WALL 

OR DESK MOUNTED CONTROL CONSOLE?

RD43

STOOL

VISTAMATIC 

VISION PANEL

4'-0" CLASSROOM

3'-6" CLASSROOM
3'-6" KEYPAD

WIRELESS 

PHONE

PRIVACY WITH 

EMERGENCY STAFF 

OVERRIDE

VISTAMATIC 

NARROW LITE

CLASSROOM

VISTAMATIC 

NARROW LITE

CLASSROOM

CLASSROOM

CLASSROOM

VISTAMATIC 

NARROW LITE

CLASSROOM

VISTAMATIC 

NARROW LITE

CLASSROOM
VISTAMATIC 

VISION PANEL

LIGATURE RESISTANT PUSH 

BUTTON BOTTLE FILLER WITH 

WATER SHUT OFF IN STAFF WORK

KEYED POWER 

SWITCH - TYPICAL AT 

SUPPORT ROOMS

4'-0" PRIVACY 

W/ EMERGENCY 

STAFF OVERRIDE

PRIVACY W/ 

EMERGENCY 

STAFF OVERRIDE

PRIVACY W/ 

EMERGENCY 

STAFF OVERRIDE

PRIVACY W/ 

EMERGENCY 

STAFF OVERRIDE

TAMPER-RESISTANT EMERGENCY 

OUTLET BETWEEN EACH PAIR OF 

CHAIRS FOR C-PAP - POWER 

SHUT-OFF AT STAFF WORK

TIME CLOCK

K
E
Y

P
A

D

3
'-

6
"

3'-6" KEYPAD

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:4

4
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A1.01C

FIRST FLOOR PLAN -

SECTOR C

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR PLAN - SECTOR C PLAN

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



??

?
?

D

U

D

U

D

D

U

D

C
R

D

D

U

U

D

U

D

U

E

E
E

E
E

E

U

U

U

U
U

C
R

W
L

C
R

D
D

E

D

CR

CR

CR CR
E

D

S S S S

S
S

S
S

S

D

D

D

D

D
D

U
U

U

U U

D

D

D

D

U

T
C

D

AP

S S S

E

E

EEEE

C
R

D

U

D

D

U
U

D

U
U

01

02

CORRIDOR

140

CORRIDOR

160

CORRIDOR

172

STAFF TLT

173

APS ROOM

176

EVS

177

CLEAN

SUPPLY /

LINEN

178

SOILED HOLD

179

CORRIDOR

180

EXAM ROOM

181

TLT

182

INTAKE

183

TLT / SHWR

184

CLIENT

STORAGE

185

LAUND

186

LAUND

187

BEDROOM

205

BEDROOM

206

BEDROOM

207

BEDROOM

208

BEDROOM

209

BEDROOM

210

BEDROOM

211

BEDROOM

212

BEDROOM

213

BEDROOM

214

BEDROOM

215

BEDROOM

216

CORRIDOR

220

NURSE

STATION

224

CORRIDOR

225

MSZ

226

GROUP

ROOM

227

SHARED

MANAGER

OFFICE

228

SHARED

MANAGER

OFFICE

229

CORRIDOR

230

TLT / SHWR

231

STAFF WORK

232

TLT / SHWR

233

TLT / SHWR

234

TLT / SHWR

235

STAFF WORK

236

STAFF BREAK

ROOM

250

LACT

251

PASSAGE

252

STAFF SLEEP

253

STAFF SLEEP

254

STAFF SLEEP

255

STAFF TLT /

SHWR

256

PASSAGE

260

STAFF TLT

261

STAFF TLT

262

STAFF

LOCKER

ROOM

263

CORRIDOR

265

RECEIVING /

DOCK

271

MAT MGMT

270

SECURE

ENTRY

272

IT

273

DISASTER

PREPAREDNESS

274

PHYS

DIRECTOR

OFFICE

282

WASHER

DRYER

WASHERDRYER

RD9 02

RD9

03[4] 30"D SHELVES 

ON HEAVY-DUTY 

STANDARDS FOR 

TOTE STORAGE

3/4" FIRE-TREATED 

PLYWOOD TO 8' AFF ON 

ALL WALLS

NO FLOORING

ALL POWER SUPPLY TO BE 

ON EMERGENCY AND UPS

WIRELESS ANTENNA

MINI-SPLIT UNIT[S]

RD12

04

01

02

RD801

02

RD11 02

RD10

03

04

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS1

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS1 [OH]

REFERENCE PATIENT 

TOILET / SHOWER TYPE 

PS2

MOBILE SIDE 

TABLE; OFOI

LAY FLAT 

RECLINER; 

OFOI

U/C REF

[2] COAT HOOKS; CFCI

COAT HOOK; CFCI

FULL HEIGHT 

MIRROR; CFCI

SIDE 

CHAIR; 

OFOI

TRAINING 

TABLE; OFOI
SIDE TABLE; 

OFOI

BED; OFOI

[2] BULLETIN BOARDS; OFOI

TABLE & 

CHAIRS; 

OFOI

WHITE 

BOARD PAINT

BUILT-IN 

MONITOR UNIT

TABLE & 

CHAIRS

OFOI
REFERENCE STAFF 

TOILET TYPE 

ST1

TABLE & 

CHAIRS

OFOI

TABLE & 

CHAIRS

OFOI

TABLE & 

CHAIRS

OFOI

42 'Z' LOCKER UNITS

84 LOCKERS TOTAL

REFERENCE STAFF 

TOILET TYPE 

ST1

REFERENCE STAFF 

TOILET TYPE 

ST1

TABLE & 

CHAIRS; 

OFOI

TRASH RECYCLE

REFERENCE PATIENT 

TOILET TYPE 

PT4

RD9 01

MOP SINK

MOP HOLDER WITH 

SHELF ABOVE

HAND SANITIZER

HAND 

SANITIZER

HAND 

SANITIZER

MIRROR

TYPICAL OFOI CSU STAFF

WORK STATION:

DUAL MONITOR COMPUTER

DESK PHONE

TASK CHAIR

TYPICAL OFOI CSU STAFF

WORK STATION:

DUAL MONITOR COMPUTER

DESK PHONE

TASK CHAIR

LATERAL 

FILE; 

OFOI

LOCKABLE 

MOBILE FILE 

CABINET; OFOI

TASK 

CHAIR;

OFOI

GUEST 

CHAIRS; 

OFOI

DESKING 

SYSTEM WITH 

OPTIONAL SIT-

TO-STAND; OFOI

[2] COAT 

HOOKS; CFCI

RD12 02

01

TYPICAL OFOI CSU NURSE

WORK STATION:

DUAL MONITOR COMPUTER

DESK PHONE

TASK CHAIR

MOBILE FILE CABINET

STOOL

EXAM TABLE WITH 

BLOOD DRAW 

ATTACHMENT

MOBILE 

VITALS

WALL- MOUNTED 

FOLD AWAY SCALE

RD8

03

INTEGRAL SOLID 

SURFACE SINK

NEW OVERHEAD 

COILING DOOR IN 

EXISTING OPENING

ADA 

BENCH

SIT-TO-STAND

BENCHING 

SYSTEM; OFOI

LOCKABLE MOBILE 

FILE CABINET; OFOI

TASK CHAIR; 

OFOI

LATERAL 

FILE; OFOI

[2] LIGATURE 

RESISTANT COAT 

HOOKS; CFCI

04

01

HSKP 

CART

24"D X 

48"W 

HEAVY 

DUTY 

WIRE 

RACK

24"D X 60"W 

HEAVY DUTY 

WIRE RACK

03

FLOOR 

COPIER

DOCUMENT 

DESTRUCTION 

BIN

K
E
Y

P
A

D

P
A

S
S
A

G
E
 S

E
T

P
R

IV
A

C
Y

 L
O

C
K

WATER SHUT-OFF 

AT FIXTURES

COW / EKG PARKING

OFFICE

4
'-

0
" 

K
E
Y

P
A

D
 

&
 H

O
L
D

 O
P

E
N

24"D X 60"W 

HEAVY DUTY 

WIRE RACKS

24"D X 60"W 

HEAVY DUTY 

WIRE RACKS

LIGATURE-RESISTANT 

SHOWER CONTROL 

UNIT

PRIVACY W/ 

EMERGENCY 

STAFF OVERRIDE

3
'-

6
" 

P
R

IV
A

C
Y

 

W
/ 

E
M

E
R

G
E
N

C
Y

 

S
T
A

F
F
 O

V
E
R

R
ID

E

3
'-

6
" 

P
R

IV
A

C
Y

 

W
/ 

E
M

E
R

G
E
N

C
Y

 

S
T
A

F
F
 

O
V

E
R

R
ID

E

4
'-

0
" 

P
R

IV
A

C
Y

 

W
/ 

E
M

E
R

G
E
N

C
Y

 

S
T
A

F
F
 O

V
E
R

R
ID

E

K
E
Y

P
A

D

KEYPAD

O
F
F
IC

E

4
'-

0
" 

K
E
Y

P
A

D
 

&
 H

O
L
D

 O
P

E
N

3
'-

6
" 

K
E
Y

P
A

D

3
'-

6
" 

K
E
Y

P
A

D

4
8
" 

C
L
A

S
S
R

O
O

M

VISTAMATIC 

VISION PANEL

FOR FRONT DOOR & 

SECURE ENTRY:

VIDEO DOORBELL  - RING 

TO COMPUTER MONITOR 

OR SEPARATE SCREEN?

DOOR RELEASE & 

LOCKDOWN BUTTONS -

WALL OR DESK MOUNTED 

CONTROL CONSOLE?

PASSAGE

P
A

S
S
A

G
E

P
R

IV
A

C
Y

P
R

IV
A

C
Y

PASSAGE

P
A

S
S
A

G
E

PRIVACY

PRIVACYPRIVACY

PRIVACY

PRIVACY

PHONE; 

OFOI

RD43

24"D X 60"W 

HEAVY DUTY 

WIRE RACK

24"D X 60"W 

HEAVY DUTY 

WIRE RACK

24"D X 48"W 

HEAVY DUTY 

WIRE RACK

24"D X 48"W 

HEAVY DUTY 

WIRE RACK

24"D X 

60"W 

HEAVY 

DUTY 

WIRE 

RACK

WIRELESS PHONE

VIDEO INTERCOM TO 

RECEPTION, CRC STAFF 

WORK AND CSU NURSE 

STATION

1' - 0"

1
' 
- 

0
"

APS 250

VAULT1' - 0"

EMERGENCY POWER - CONFIRM 

HARD WIRED OR PLUG-IN

EXHAUST DUCT

34567

A

B

K
E
Y

P
A

D

PASSAGE SET

KEYPAD

C
L
A

S
S
R

O
O

M

H
O

L
D

 O
P

E
N

F
IR

E
 A

L
A

R
M

 R
E
L
E
A

S
E

CLASSROOM

HOLD OPEN

FIRE ALARM RELEASE

FULL-HEIGHT OPEN CABINET 

WITH FIXED SHELVES

BED SIDE 

TABLE; OFOI

BED; OFOI

TAMPER-

RESISTANT 

OUTLET

LIGATURE 

RESISTANT 

NIGHTLIGHT ON 

LIGHT SENSOR

4
2
" 

C
L
A

S
S
R

O
O

M

3
'-

6
" 

P
A

S
S
A

G
E

3
'-

6
" 

P
A

S
S
A

G
E

3
'-

6
" 

P
A

S
S
A

G
E

4
'-

0
"

3
'-

6
"

3'-6" KEYPAD

4
'-

0
"

FULL-LENGTH 

MIRROR

FULL-LENGTH 

MIRROR

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:4

7
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A1.01D

FIRST FLOOR PLAN -

SECTOR D

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR PLAN - SECTOR D PLAN

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



D

D

D

D

D

D

D

D

D D

D

D

D

D

D

D

D

D

D

D
D

D

D

D

D

D

D

D

D

D D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D D D D D D D D D D D D

D

2'x2' LIGHT FIXTURE

2'x4' LIGHT FIXTURE

RECESSED CAN LIGHT FIXTURE

EXIT SIGN

EXHAUST FAN

RETURN REGISTER

SUPPLY DIFFUSER

SUSPENDED 

CEILING SYSTEMRECESSED LINEAR FIXTURE

WALL MOUNTED LIGHT FIXTURE

GYPSUM CEILING

DIMMING APPLIED TO 

ADJACENT FIXTURE
D

CEILING FAN

SUSPENDED STRIP FIXTURE

PENDANT LIGHT FIXTURE

CONTINUOUS LED ROPE LIGHT

SECURITY CAMERA

FLUSH MOUNTED 

PA SPEAKER

EMERGENCY WALL MOUNTED LIGHT 

FIXTURE WITH BATTERY BACKUP -

REFER TO ELEC. 

S

PROVIDE SOUND 

MASKING THIS 

ROOM OR AREA

S

UNDER CABINET LIGHTING

ACCESS PANEL

EMERGENCY 

SERVICES

CONFERENCE 

ROOMS ASSESSMENT AREA KITCHEN / DINING

RCSU

STAFF SUPPORTCRCENTRY / RECEPTION SHARED BUILDING 

SUPPORT SHARED CLINICAL 

SUPPORT

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:4

9
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

As indicated

A2.01

OVERALL FIRST

FLOOR REFLECTED

CEILING PLAN

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

TYPICAL RCP NOTES

KEYED RCP NOTES

R01. REFER TO ARCHITECT'S DRAWINGS FOR FIXTURE LOCATIONS TYP U.N.O.

R02. LIGHTS, SPRINKLER HEADS, HVAC GRILLES SMALLER THAN 2 BY 2 FEET, TO BE CENTERED ON

TILE, TYPICAL, UNLESS NOTED OTHERWISE

R03. REFER TO MEP DRAWINGS FOR EXACT LOCATION AND SPECIFICATION OF EMERGENCY

EGRESS AND LIGHTING EXIT FIXTURES. CENTER EXIT SIGNS OVER DOORS UNLESS NOTED

OTHERWISE.

R04. ALL LIGHT FIXTURES ARE DIMENSIONED TO CENTER OF FIXTURE, UNLESS NOTED

OTHERWISE

R05. ALL ACT CEILING IS ACP1 UNLESS NOTED OTHERWISE. REFER TO A7 SERIES

R06. ALL CEILING HEIGHTS ARE 9'-0" UNLESS NOTED OTHERWISE.

R07. PRIOR TO CONSTRUCTION OF THE PROJECT CEILINGS, THE CONTRACTOR SHALL

COORDINATE AND VERIFY THE LOCATION OF LIGHTING FIXTURES AND CEILING DEVICES

WITH THE OWNERS FURNITURE AND EQUIPMENT PLAN. THE CONTRACTOR SHALL REVIEW

THIS INFORMATION WITH THE ARCHITECT AND BRING ANY SUSPECTED DISCREPANCIES TO

THE ATTENTION OF THE OWNERS REPRESENATIVE FOR RESOLUTION PRIOR TO

CONSTRUCTION.

R08. ALL UNDER CABINET LIGHTING TO BE HARD WIRED. REFER TO ELECTRICAL DRAWINGS FOR

DETAILS

R09. ALIGN FACE OF SOFFIT WITH FACE OF PARTITION, TYPICAL.

R10. PROVIDE T-BAR HOLD DOWN CLIPS ON ALL FIXTURES WHERE APPLICABLE.

R11. ALL ELEMENTS TO BE SUSPENDED ARE TO ATTACH TO STRUCTURAL FRAMING OR

CONCRETE DECK ABOVE. DO NOT SUSPEND FROM METAL DECK

R12. WIRING DEVICES ARE TO MATCH BUILDING STANDARDS

R13. EACH SPACE TO BE INDIVIDUALLY SWITCHED UNLESS NOTED OTHERWISE.

R14. COVER PLATES ON WALLS SHALL BE BUILDING STANDARD, PLATES TO BE STANDARD SIZE

(OVERSIZED PLATES ARE NOT ACCEPTABLE).

R15. COORDINATE ALL FIRE SAFETY EQUIPMENT, INCLUDING EXIT SIGNS, EMERGENCY BACK-UP

LIGHTS, AUDIO AND VISUAL ALARMS, PULL STATIONS, ETC AS REQUIRED BY ALL APPLICABLE

CODES AND ORDINANCES HAVING JURISDICTION ON THIS PROJECT.

R16. CONTRACTOR SHALL PROVIDE LIGHT FIXTURE CUT SHEETS FOR ARCHITECT'S APPROVAL,

PRIOR TO ORDERING.  NO SUBSTITUTIONS SHALL BE SUBMITTED UNLESS AVAILABILITY OF

FIXTURE IS PROHIBITIVE TO MEETING THE PROJECT SCHEDULE.

R17. CENTER LAY-IN CEILING GRID IN ROOM UNLESS DIMENSIONED OTHERWISE IN PLAN

RCP LEGEND

01

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   3/32" = 1'-0"01 OVERALL FIRST FLOOR REFLECTED CEILING PLAN

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



D

D

D

D

D

D

D

D

D

WAITING

101

TLT

102

RECEPTION

103

FAMILY

ROOM

104

CORRIDOR

105

CORRIDOR

106
MECHANICAL/

SPRINKLER

107

STAFF TLT

108

SMALL

CONFERENCE

ROOM

109

CONFERENCE

ROOM

110

COPY /

WORK

120
ES OFFICE

121

ES

MANAGER

OFFICE

122

ES OFFICE

123

ES

MANAGER

OFFICE

124

ES OFFICE

125

ES OFFICE

126

ES OFFICE

127

STAFF TLT

128

ES OFFICE

129

ES

MANAGER

OFFICE

130

ES OFFICE

131

ES

MANAGER

OFFICE

132
ES OFFICE

133

ES OFFICE

134

ES OFFICE

135

CORRIDOR

140

STAFF /

OFFICER

WORKROOM

141

CORRIDOR

142

PED

ASSESS

143

PED

ASSESS

144

PED

ASSESS

145

PAT TLT /

SHWR

146

PAT TLT /

SHWR

147

ADULT

ASSESS

148

CORRIDOR

150

ADULT

ASSESS

153

INTERVIEW

ROOM

137

INTERVIEW

ROOM

138

INTERVIEW

ROOM

139

SHARED

PHYS

OFFICE

281

PHYS

DIRECTOR

OFFICE

282

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:5

0
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A2.01A

FIRST FLOOR

REFLECTED CEILING

PLAN - SECTOR A

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR REFLECTED CEILING PLAN - SECTOR A

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



D

D

D D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D

D
CORRIDOR

140

STAFF /

OFFICER

WORKROOM

141

PAT TLT /

SHWR

147

ADULT

ASSESS

148

ADULT

ASSESS

149

CORRIDOR

150

ADULT

ASSESS

151

ADULT

ASSESS

152

ADULT

ASSESS

153

CORRIDOR

160

KITCHEN

EVS /

LAUNDRY

161

KITCHEN

LINEN

162

KITCHEN

STORAGE /

PANTRY

163

KITCHEN

170

KITCHEN

MANAGER

171

CORRIDOR

172

STAFF TLT

173

DINING

175

APS

ROOM

176

CORRIDOR

180

EXAM

ROOM

181

TLT

182

INTAKE

183

TLT /

SHWR

184

CLIENT

STORAGE

185

LAUND

186

LAUND

187

STAFF TLT

188

CLIENT

NOUR

189

CORRIDOR

190

CLIENT

MEETING

191

CLIENT

MEETING

192

STOR

193

MULTIPURPOSE

/ ACTIVITY

ROOM

194

MULTIPURPOSE

/ ACTIVITY

ROOM

195

CLIENT

MEETING

196

QUIET

ROOM

197

CORRIDOR

200

BEDROOM

201

BEDROOM

202

BEDROOM

203

BEDROOM

204

BEDROOM

205

BEDROOM

206

STAFF

WORK

221

TLT /

SHWR

222

TLT /

SHWR

223

NURSE

STATION

224

MSZ

226

GROUP

ROOM

227

STOR

195A

DISASTER

PREPAREDNESS

274

PHYS

DIRECTOR

OFFICE

282

LIGHTWELL TO CLERESTORY WINDOWS LIGHTWELL TO CLERESTORY WINDOWSLIGHTWELL TO CLERESTORY WINDOWS

34567

B

C

POWER AND 

DATA IN 

SOFFIT FOR 

MONITORS

LINEAR LIGHT COVE TO UPLIGHT LIGHTWELL LINEAR LIGHT COVE TO UPLIGHT LIGHTWELLLINEAR LIGHT COVE TO UPLIGHT LIGHTWELL

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:5

1
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A2.01B

FIRST FLOOR

REFLECTED CEILING

PLAN - SECTOR B

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR REFLECTED CEILING PLAN - SECTOR B

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



D

D

D

D

D

D

D

D

ENTRY

VESTIBULE

100

WAITING

101

TLT

102

RECEPTION

103

FAMILY

ROOM

104

CORRIDOR

105

MECHANICAL/

SPRINKLER

107 CORRIDOR

140

SOILED

HOLD

179

INTERVIEW

ROOM

137

INTERVIEW

ROOM

138

INTERVIEW

ROOM

139

IT

273

ESSENTIAL

ELECTRICAL

275

MAIN

ELECTRICAL

276

STAIR

277

CORRIDOR

280

SHARED

PHYS

OFFICE

281

PHYS

DIRECTOR

OFFICE

282

INTAKE

283

TLT /

SHWR

284

EXAM

ROOM

285

TLT

286

CLIENT

INTERVIEW

287

MANAGER

OFFICE

288

MANAGER

OFFICE

289

MANAGER

OFFICE

290

STAFF TLT

291

STAFF TLT

292

OBSERVATION

AREA

300

CLIENT

INTERVIEW

301

SUPPORT

ROOM

302

LAUNDRY

303

TLT /

SHWR

304

TLT /

SHWR

305

CLIENT

NOUR

306

SUPPORT

ROOM

307

OBSERVATION

AREA

310

CLIENT

INTERVIEW

311

SUPPORT

ROOM

312

TLT /

SHWR

313
LAUNDRY

314

CLIENT

STORAGE

315

TLT /

SHWR

316

SUPPORT

ROOM

317

CLIENT

NOUR

318

STAFF

WORK

320

CRC WORK

321

MSZ

322

CRC STAFF

WORK

323

VESTIBULE

324

POWER AND DATA IN SOFFIT FOR MONITORS

LIGHT COVE AROUND 

ENTIRE SOFFIT PERIMETER

LIGHT COVE AROUND 

ENTIRE SOFFIT PERIMETER

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:5

2
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A2.01C

FIRST FLOOR

REFLECTED CEILING

PLAN - SECTOR C

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR REFLECTED CEILING PLAN - SECTOR C

REVISION SCHEDULE

No. Description Date

KEY PLAN

A B

C D

E



D

D

D

D D

D

D

D

D

D

D

D

D

D

D

D D D D D D D D D D D D

D
CORRIDOR

140

CORRIDOR

160

CORRIDOR

172

STAFF TLT

173

APS

ROOM

176

EVS

177

CLEAN

SUPPLY /

LINEN

178

SOILED

HOLD

179

CORRIDOR

180

EXAM

ROOM

181

TLT

182

INTAKE

183

TLT /

SHWR

184

CLIENT

STORAGE

185

LAUND

186

LAUND

187

BEDROOM

204

BEDROOM

205

BEDROOM

206

BEDROOM

207

BEDROOM

208

BEDROOM

209

BEDROOM

210

BEDROOM

211

BEDROOM

212

BEDROOM

213

BEDROOM

214
BEDROOM

215

BEDROOM

216

CORRIDOR

220

NURSE

STATION

224

CORRIDOR

225

MSZ

226

GROUP

ROOM

227

SHARED

MANAGER

OFFICE

228 SHARED

MANAGER

OFFICE

229

CORRIDOR

230

TLT /

SHWR

231

STAFF

WORK

232TLT /

SHWR

233

TLT /

SHWR

234

TLT /

SHWR

235

STAFF

WORK

236

STAFF

BREAK

ROOM

250

LACT

251

PASSAGE

252

STAFF

SLEEP

253

STAFF

SLEEP

254

STAFF

SLEEP

255

STAFF TLT

/ SHWR

256

PASSAGE

260

STAFF TLT

261

STAFF TLT

262

STAFF

LOCKER

ROOM

263

CORRIDOR

265

RECEIVING

/ DOCK

271

MAT

MGMT

270

SECURE

ENTRY

272

IT

273

DISASTER

PREPAREDNESS

274

PHYS

DIRECTOR

OFFICE

282

34567

A

B
POWER AND 

DATA IN 

SOFFIT FOR 

MONITORS

SHEET:

12345

1345 2

N
O
T F

O
R 

CO
N

ST
RU

CTIO
N

6

6

COPYRIGHT 2022 PSH+. USE OF THIS WORK IN WHOLE OR IN PART 

IS FORBIDDEN WITHOUT EXPRESSED WRITTEN CONSENT. 

PSH+ No:

SCALE:

ISSUE DATE:

ISSUE:

9
/1

2
/2

0
2
3
 1

1
:5

8
:5

3
 A

M
C

:\
U

se
rs

\B
W

e
st

fa
ll
\D

o
c
u

m
e
n

ts
\2

1
7
3
-0

1
_H

O
R

IZ
O

N
 B

H
_C

R
C

_R
2
2
_b

w
e
st

fa
ll
S
X

Y
4
8
.r

v
t

1/4" = 1'-0"

A2.01D

FIRST FLOOR

REFLECTED CEILING

PLAN - SECTOR D

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

13 SEPTEMBER 2023

2173-01

DD SIGN-OFF

N

S

W E
DASHED 

ARROW IS TRUE 

NORTH

PLAN DIRECTION 

AS INDICATED

SCALE:   1/4" = 1'-0"01 FIRST FLOOR REFLECTED CEILING PLAN - SECTOR D
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3/32" = 1'-0"

A8.10

EXTERIOR

ELEVATIONS

1204 FENWICK DRIVE

LYNCHBURG, VA 24502

HORIZON

BEHAVIORAL

HEALTH CRISIS

RECEIVING CENTER

11-13-2023

2173-01

FINISH PRESENTATION

SCALE:   3/32" = 1'-0"1 SOUTH ELEVATION

NO. MATERIAL COLOR FINISH MANUFACTURER Remarks

01 3" INSULATED METAL PANEL TBD SMOOTH AWIP (BASIS OF DESIGN) PANEL PROFILE: DM40

02 SINGLE SKIN PEMB METAL ROOF PANELS TBD SMOOTH MBCI (BASIS OF DESIGN) PANEL PROFILE: PBR

03 ALUM CW W/ INTERNAL HORIZ. LOUVERS IGU REF SPEC REF SPEC UNICEL ARCHITECTURAL (BASIS OF DESIGN) CORD-FREE ANTI LIGATURE

04 PREFINISHED ALUMINUM CARPORT CANOPY &

LOUVER SCREEN WALL

TBD PREFINISHED MAPES (BASIS OF DESIGN)

05 BUILDING MOUNTED CANOPY/AWNING

06 EXISTING WINDOW TO REMAIN

07 WALL MOUNT LIGHT - REF ELECTRICAL

08 ANTI-CLIMB, ANTI-LIGATURE, SECURITY FENCE BLACK PREFINISHED CLEARVUE (BASIS OF DESIGN)

09 NEW CONC. PARGE COAT OVER EXISTING CMU

10 PREFINISHED DS & SCUPPER BOX TBD PREFINISHED TBD

11 PREFINISHED DS & GUTTER TBD PREFINISHED TBD TIE INTO EXISTING STORM

SEWER

12 INSULATED OH COILING DOOR TBD TBD TBD

13 ALUM STOREFRONT SYSTEM W/ 1" IGU TBD TBD KAWNEER (BASIS OF DESIGN) SYSTEM: 451-T

14 ARCHITECTURAL PRECAST CONC. WALL CAP

15 PREFINISHED METAL COPING

16 EXISTING STAIR/RAMP/RAILING TO REMAIN

SCALE:   3/32" = 1'-0"2 NORTH ELEVATION

SCALE:   3/32" = 1'-0"4 WEST ELEVATION
SCALE:   3/32" = 1'-0"3 EAST ELEVATION
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